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Characteristics of Aerodynamic and Noise for Tubular Centrifugal Fan
(1 st report: Effects of the Areal ratio of Inlet to
Outlet of Impeller and the Geometry of Casing)
by
Shinichirou FUTIGAMI**, Yoshio KODAMA*
Hidechito HAYASHI* and Yujirou MIMURA***
An experimental investigation of a centrifugal fan was conducted with attention to the effects of the geometry
of the casing on the aerodynamic and fan noise characteristics. A comparison of the fan noise and the aerodynamic
characteristics of the tubular casing with those of scroll casing was made. As a result it was concluded that the
aerodynamic characteristics of the fan with scroll casing were superior to those with tubular casing. The measured
values of overall sound pressure level for both fans roughly same. When the ratio of inlet area to the outlet area of the
impeller becomes nearly unity, the fan characteristics improve. For centrifugal fan with tubular casing, the rotating
noise is generated by the interaction of impeller blades of the number with stator vanes and distorted inflow.
1. Introduction
Recently, the fan inserted an impeller into a tubular
casing insted of a scroll casing is on the market in Japan but
few fans of this type are used because of its low efficiency.
This fan is called as a tubular centrifugal fan or an axial
centrifugal fan in Japan. In Europe and America, it is called
as a straight line flow fan. As this fan doesn't have a
tonque, the interaction noise between the impeller and the
tonque does not cause. Therefore it is expected that the
noise of this fan is lower than that of the centrifugal fan.
By this time, a part of author has researched the
aerodynamic and noise characteristics of the axial flow
fanO ). (2), the mixed flow fan(3). (4) and the centrifugal fan(5), (6)
from both points of view of experiment and theory. And we
have discussed a special way to improve fan. The
efficiency of tubular centrifugal fan is lower that of the
others, because in the former, pressure loss causes the
stream line is bend and the flow impacts on the duct wall.
The mesurement examples of flow condition and noise
characteristics for the tubular centrifugal fan are very few
now.
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From the standpoint of such a background, in this
research, we examined by relating flow condition around
impeller, with the effect that areal ratio (ratio of area of
inlet to that of outlet of impeller) and the geometry of the
casing on aerodynamic and noise characteristics by using
three different impellers. We compared characteristics of
the tubular centrifugal fan with that of the mixed flow fan
on the market that has about the same value of the fan flow
rate at maximum efficiency as the former one.
2. List of Main Symbols
A r : Areal ratio of inlet to outlet of impeller
B: Number of blades
C: Chord length in mm or m
Do: Diameter of mouthpiece in mm or m
D1: Inner diameter of impeller in mm or m
D 2: Outer diameter of impeller in mm or m
f Frequency in Hz
g: Acceleration of gravity in m/s2
Ks(A): Specific noise level with A weighting
characteristic in dB
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Fig. 1 Schematic diagram of experimental apparatus.
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the centrifugal fan with the scroll casing and tubular casing
is done. Figure 3 shows the scroll casing which is consisted
of parallel wall and side wall, which is extended with a
spiral extending angle of 8° . A gap defined by a space
between the outer edge of impeller and a tongue of scroll, is
44.4mm.
The impellers used in this experiment are shown in figure
4(a)-(c). The outer diameter of the impeller is the same as
all impellers. (a) is the Clark Y-blade impeller with 10
blades and of 475 mm indiameter, which is made as a main
plate(rear shroud) and a side plate(front shroud) become
perpendicular to the rotational axis and the ratio of area of
inlet to outlet of impeller is 0.29; it is referred to this fan as
a No.1 impeller in the following. (b) is a flat plate-blade
impeller (No.2 impeller) with 12 blades which is made of
sheet metal of 2 mm thickness and whose main plate is
perpendicular to the rotational axis but whose side plate has
an angle of inclination of 60° to the rotational axis, and
whose areal retio is 0.47. (c) is referred to as No.3 impeller
which is the same as the No.2 impeller in number of blades
except that the areal ratio is 0.41 and the side plate has an
angle of inclination of 75° to the rotational axis. These
impellers are also listed in Table I.
All the impellers in Table I are driven by a 2.2 kW 4-pole
induction motor at about 1800 rpm. The rotational speed at






The flow condition at the outlet of blade was measured
by using five-pole pitot tube. A circumferential measuring
positions are four points of 90° interval in the radius of
247.5 mm and the spanwise measuring points are fourteen
points of 10 mm interval. The axial distance between rear
shroud of impeller and the leading edge of stator vane is
154mm.
In this investigation, the comparison of characteristic of
3. Experimental Apparatus and Precedure
Figure I shows the schamatic diagram of the
experimental apparatus. The total length of the duct is
about II m. An inlet nozzle is installed at the inlet. A
conical damper is provided to adjust the flow rate at the
exit. A test fan is connected via a diffuser with convergent
angle 6° ,Le.,a conncting duct to a circular duct of 624 mm
I.D., which is equipped with a honeycomb and an orifice
flow meter designed in accordance with Japanese Industrial
Standards. The tubular duct used in this experiment is
shown in figure 2. A driving motor is fixed on the tubular
casing. An output of the motor is transmitted to a principal
axis through a V belt, which is fixed in a center of duct of
460 mm 1.0., which is supported by twelve circular-arch
stator vanes. The air inflows from inlet nozzle and it is
accelerated to the axial direction by the impeller. After the
air flow issured from the outlet of impeller, it is impacted
on the duct wall and turned to 90° and flown into the stator
KiL): Specific noise level with L weighting
characteristic in dB
VI: Circumferential speed at blade tip in mls
Va: Axial velocity in mls
Vr : Radial velocity in mls
W: Relative velocity in mls
X: Spanwise distance in mm or m
Y,: Span length at inlet of blade in mm or m
Y2: Span length at outlet of blade in mm or m
132: Relative flow angle in degree
8: Deviation angle in degree
11 : Combined efficiency of motor and fan
A. : Input power coefficient to electric motor
v : Hub-tip ratio
; : Stagger angle in degree
p : Air density in kglm3
tfJ : Flow coefficient
If!: Pressure coefficient
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efficiency is partly due to the fact that the No.1 impeller is
the smallest among fans in the areal ratio. Therefore, in the
No.1 impeller, the flow separates at the side plate in the
inlet at the impeller and the back flow region enlarges. Due
to this reason, in the flow rate region except below <p =
0.06, the pressure coefficient is the lowest among fans.
In the other hand, the areal ratio of No.2 impeller is the
largest among three fans. The maximum fan efficiency
7]max =68.7 % of No.2 impeller is the highest among three
fans. This increases in Qmax and 7]max is due to the fact that
the areal ratio can be enlarged and inclined to the side plate
largely.
An inlet area of No.3 impeller is the same as No.2
impeller and an outlet area of that is the same as No.1
impeller. Therefore the areal ratio is 0.406. The Qmax of
No.3 impeller is lower than that (If No.2 impeller by 9 %
but higher than that of No.1 fan by 70 %. The T'lmax of No.3
(.) Nil. I Impeller (b) No.2 Illpeller (c) No.3 Illpeller
Fig. 4 Schematic diagram of impeller.
4. Experimental Results and Discussion
4.1 Aerodynamic characteristics
Figure 5 shows a characteristic curves of centrifugal fan
with scroll casing. In the figure, VI, <p, A and T'I are the
pressure coefficient, the flow coefficient, the input power
coefficient to the electric motor and the combined
efficiency of motor and fan, respectively. They are
expressed as follows.
Table. 1 Main dimensions of the impellers.
ImDeller No.1 No.2 No.3
Blade section Airfoil Flat plate Flat plate
B 10 12 12
Dlmm 326 326 326
D2mm 466 467 467
Domm 276 826 826
Ylmm 140 145.8 145.8
Y2mm 140 120 140
C 138 140.8 140.8
f 43 44.6 44.6
Ar 0.298 0.474 0.406
Where PT is the total pressure in Pa, p is the air density in
kg/m3, V, is the tip speed of impeller in mis, Q is the flow
rate in m3/s, Dz is the diameter of impeller in m, L is the
input power to the electric motor in W.
In the figure 5, the broken lines, the dotted lines, the solid
lines indicate the data corresponding respectively to the
No.1 impeller, the No.2 impeller and the No.3 impeller. It
can be seen in this figure that the maximum flow rate,Qmax
of NO.1 impeller is lower than that of others and the fan
efficiency of the No.1 impeller is lower than that of other
impellers by 10 %. This decreases in Qmax and the fan
VI= 2PT I (p V,z), <p = 4QI ( rr D/V,)
).,=8LI(rrpD/V/),l1= VI<PI)., (1)
Fig. 5 Characteristic curves.
(Centrifugal fan)
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Fig. 6 Characteristic curves.
(Tubular centrifugal fan)
fan is lower than that No.2 fan by 1% but higher than that
of No.1 fan by 15%. These data mean that the areal ratio of
the impeller must be close to unity.
The aerodynamic characteristics of a centrifugal fan with
tubular casing (tubular centrifugal fan) is shown in figure 6.
The maximum flow rate increases in order of No.1, No.3,
No.2 impeller but these values are lower than that of
centrifugal fan with scroll casing shown in figure 6.
Moreover the maximum efficiency of the tubular fan is
lower than that of centrifugal fan with scroll casing except
No.1 impeller by about 10%. It is also true of the pressure
coefficient. This is because, in the No.1 impeller, the major
part of the pressure loss is generated due to the back flow
and flow separation at the inlet of impeller. In the No.2 and
No.3 impeller, the pressure loss is caused by the air flow
impact on duct wall and the stream lines 90° turn. From the
results which we compared the tubular centrifugal fan with
the mixed flow fan which has the same maximum flow rate
as the tubular centrifugal fan, the latter is superior to the
former by 15 % in efficiency and is inferior to the former
by 30 % in the total pressure.
4.2 Flow Condition
Figure 7 shows a difference of a mean total pressure
caused by three fans at the radius longer than the outlet of
impeller by 10 mm. In the mean value of total pressure over
the span, No.1 fan is the lowest among three fans. The
primary cause is that the areal ratio is so small that the
separeted flow and the back flow cause at the front shroud
(See to figure 8 ). There is no difference between No.2 and
Spanwise distanse. XlY2





Fig. 8 Spanwise distributions of radial velocity.
(Tubular centrifugal fan)
No.3 fan. The total pressure of these two fans is higher than
that of No.1 fan over the span.
Figure 8 shows the effects of impellers on the spanwise
distribution of a radial velocity. In the No.1 fan, the air
flows downward in the spanwise distance X1Y2=O.l-O.4,
but upward in that distance longer than 0.5. On the other
hand, in the No.2 and No.3 fan whose areal ratios are larger
than that of No.1 fan, the downward flow does not cause.
The areal ratio, A r has great effects on the pressure loss. As
mentioned above, the Ar would be enlarged more.
Figure 9 shows the spanwise distribution of axial velocity
at 71max-point. From this figure, it is seen that the back flow
is generated over 60 % of the span in No.1 fan with the
small inlet area. In No.2 and No.3 fan, whose inlet areas of
the impellers are increased and whose outlet areas of
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impellers are decreased, it is seen that the back flow is not
generated. It is due to the fact in the fan efficiency and
pressure coefficient, No.1 fan is the lowest among three
fans with scroll casing. In the comparison between No.2
and No.3 fan, No.2 fan is higher than No.3 fan in the mean
value of the axial velocities over the span and flatter in the
distribution of axial velocities.
Figure 10 shows the spanwise distribution of a relative
velocity for three tubular centrifugal fans. Take into
consideration that the noise generated by the fan is in
proportion to six power of the relative velocity, As
mentioned above, we can say that the relative velocity is a
very important factor. No.1 fan is the lowest among fans in
the region of XlY2 =0-0.2 but in the other regions, there are
no differences among three fans.
Figure 11 shows a deviation angle, I) used as a factor that
shows the goodness of the stream. The smaller I) is, the
smoother the stream flows along the blade. From this
figure, the 8 becomes smaller in order of No.1, No.2 and
No.3 fan in the spanwise distance, XlY2 = 0.4-1.0. The I) of
the No.1 fan is the largest among three fans over most
regions. The fan efficiency of NO.1 fan is the lowest among
three fans with scroll and tubular casing. This is the causes
that the air does not flow along blade and the back flow
causes at inlet of the impeller.
It is guessed that the air flowed out from outlet of the
impeller impacts on the duct wall and turns out at an angle
of 90
0
and the pressure loss is gener~ted by the impact and
a bend of stream line. Figure 12 shows the change in total
pressure averaged at the measuring section in axial
10 ,..--.-,---.-,---.-,--"""T""-r---r----.
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Mm' is the tip critical Mach number, Mm is the Mach
number at blade tip, D2 is the outer diameter of impeller.
The centrifugal fan has a tongue in the scroll casing. The
airflow flowed out from the impeller impacts on the tongue
and an interaction noise is generated. In this case, the
tongue can be regarded as V=1. Insert V=l into equation
(2), m becomes zero, ..1 dB becomes zero. Therefore, these
tones do not decay and radiate into the atmosphere from the
inlet edge of bellmouth. As mentioned above, i.n the
centrifugal fan with scroll casing, the rotating noise
(interaction noise) can be generated and usually it does not
decay in duct. This is the cause that the overall noise of the
centrifugal fan is high.
In comparison with the turbulent noise among three fans,
the sound pressure level of No.1 fan is the highest in the
frequency less than 250 Hz. This is the cause of the
turbulent flow generated by the back flow at outlet of
impeller and separated flow generated at inlet of impeller.
Figure 14 shows the spectral distribution of tubular
centrifugal fan noise. The peak of sound pressure level at
360 Hz (n=l ) is seen for No.2 and No.3 fan but is not seen
for No.1 fan. In the former, insert n=l, B=1O, k=-l and
V=12 into equation (2), the value of m become zero, so that
the fundamental tone ( n =1 ) does not decay and
propagates in duct. On the other hand, insert n=l, B=1O,
k=-l and V=12 into equation (2), the value of m becomes 2
for NO.1 fan, so that the fundamental tone ( n=l ) decays.
From a calculation, tone decays to the turbulent noise level
at inlet edge of bellmouth. In comparison to overall noise
between tubular centrifugal fan and centrifugal fan with
scroll casing, the former is higher than the latter by 1-2 dB.
Espicially, the sound pressure level in 60-120 Hz
frequency regions is high. In our guess, the sound is
generated, due to the turbulent generated by the impact of
flow on the wall or, due to the belt case, which effects the
flow along the blade and thickness of the boundary layer on
the vane.
Figure 15 shows overall noise, SPL(L) and specific noise
level,Ks(L) based on a L chracteristics of sound level meter
changed with the flow rate for the centrifugal fan with
scroll casing. The specific noise level is expressed as a rule
by adding sound to the flow rate and the total pressure as
shown next equation. It is preferable that this level is lower.
(2)
(3)
Tubular centrifugal fan O. .(L)
77 lUll-POint No.1 imoeller 78.7 an
N-1800 m n-I(No 2 3) No.2 imoeller 83.0 dB
Far fielil'z-l.Sm) ., --No.3 impeller 83.4 dB
Stator V-12 '
Centrifugal an O.A.(L)
77 lUll-POint n-l(No.l) ....-.- No.1 imoeller 83.3 dB
N-1800rpm \ n-l~o.2) .....•...... No.2 imoeller 81.4 dB








..1 dB/..1 X = 17.38m[(Mm')2 - Mm
2]ln/D2




direction. From this figure, it is found that the total pressure
decreases by 530 Pa at the inlet of leading edge of stator,
this value corresponds to 40 % of total pressure at outlet of
the impeller. From the experimental results, we can say that
the pressure -loss is very small in the stator vane.
10 10
Frequency, f Hz
Where m is the number of lobes, n is the harmonic index, B
is the number of blades of impeller, k is the integer, V is the
number of vanes of stator or obstacles, ..1 dB is the axial
decay of sound pressure level, ..1 X is the axial distance,
4.3 Noise Characteristics
Figure 13 shows the spectral distribution of fan noise at
Tlmu -point for three centrifugal fan with scroll casing. It is
shown in this figure that a rotating noise caused at
fundamental frequency (n=1) and over tone (n=2). We shall
examine this in the following. Tyler and Sofrin induced
next equation with regard to a interaction noise between
impeller and stator(8)
Fig. 14 Spectral distribution of fan noise.
(Tubular centrifugal fan)
Ks = SPL - 1000gIO (QP/) + 20 (4)
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Fig. 16 Change in SPL and Ks with flow rate.
(Tubular centrifugal fan)
Fig. 15 Change in SPL and Ks with flow rate.
(Centrifugal fan)
5. conclusions
In this investigation, the effects of tubular casing and
scroll casing on the characteristics of aerodynamic and
flow rate for the tubular centrifugal fan. The NO.1 fan is the
lowest among fans and there is no difference between the
No.2 and the No.3 fan for overall noise. Also, the Ks of
NO.1 fan is the lowest among fans in the flow region where
the flow coefficient is less than 0.15.
From the results mentioned above, there is no difference
due to the geometry of casing in the No.2 and the NO.3 fan
but there is difference in the No.1 fan. This is because that
in the No.2 and the NO.3 fan, the interaction noise causes
due to the interaction between impeller and stator vane or
the tongue and tone does not decay but in the No.1 fan with
tubular casing, noise decays axially.
On the other hand, the K. of the fan with scroll casing is
lower than that of fan with tubular in the No.2 and the No.3
fan because, in the total pressure the former is higher than
the latter. As far as exarning this experiment, the fan with
scroll casing is superior to one with tubular casing in the
K s'
In order to improve the characteristics of tubular
centrifugal fan, we have two methods, to reduce the
pressure loss due to impact by enlarging dact diameter or to
reduce the impact loss and the bent loss by reducing the
velocity by enlarging the distance in which air flow impacts
on the wall by sloping the blade to the shaft. In the former
method, impact loss and bent loss are expected to decrease,
but the casing will be larger.
Figure 17 shows the comparison of specific noise level
among the mixed flow fan, the No.2 tubular centrifugal fan
and the No.2 centrifugal fan. In the comparison at l1max -
point( Q = 85m3/min), the centrifugal fan is lower than the
mixed flow fan and the tubular centrifugal fan by 8 dB in
both A and L characteristics. Therefore centrifugal fan is
the best among these fans. In comparison of the Ks (L)
between the tubular centrifugal fan and the mixed flow fan
at the neighborhood l1max -point ,the former is lower than
the latter by 1-2 dB. But in the other regions except these
regions, the former is lower than the latter. On the other
hand, in the K s (A), the former is lower than the latter over
all flow regions. From the results as mentioned above, by
devising method to decrease the pressure loss, it can be
expected that the tubular centrifugal fan can play a good
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Where SPL is the sound pressure level in dB, Q is the flow
rate in m3/min, Pr is the total pressure in Pa. From the SPL
in figure IS, the minimum value of SPL of the No.2 and the
No.3 fan is lower than that of the No.1 fan by about 3 dB.
On the other hand, in the maximum value and the minimum
value of the Ks' No.1 fan is the highest. And No.1 fan has
the narrowest in the low specific noise level region which
has in the rough the same level as the minimum value. The
difference between the No.2 and the No.3 fan is small in
both the A and L characteristics.
Figure 16 shows the change in the Ks and the SPL with
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Fig. 17 Comparison of Ks with fans
noise are examined by using three impellers. As a result,
the following conclusions are obtained.
(1) In the case of the fan with scroll casing, the areal ratio
of inlet to outlet have an important effect on the
characteristics of the aerodynamic. When the ratio is
small as No.1 fan, the pressure loss increases due to
separating and the back flow at the neighborhood of the
front shroud so that the total pressure and the fan
efficiency decrease. Maximum flow rate decrease.
(2) The fall of the efficiency and pressure of the tubular
centrifugal fan is caused mainly by the pressure loss due
to the impact. The air flowed from impeller impacts on
the casing wall and it turns with an angle of 90
0
and it
flows down and the impact explained above causes.
(3) In the case of the centrifugal fan with scroll casing, the
m=O mode discrete frequency noise causes by the
interaction between impeller and tongue.
(4) In the case of the centrifugal fan with tUbular casing,
when the number of blades and stator vane is the same,
the m=O mode discrete frequency noise which never
decreases to the direction of rotating axis of impeller is
generated by the interaction between impeller and stator
or flow distortion into impeller. These tones do not decay
in the duct and radiates into the atmosphere from the
inlet nozzle. Therefore ,you must pay much attention to
the combination of the number of impeller and stator
vane and manufacture of duct.
(5) In comparison of overall noise between the No.1
centrifugal fan with scroll casing and the No.1 tubular
centrifugal fan, the former is higher than the latter,
because the discrete frequency noise due to interaction
between the impeller and the tonque causes in the
former.
(6) As far as this investigation is concerned, the specific
noise level of the centrifugal fan with scroll casing is
lower than that of the tubular centrifugal fan. On the
other hand, the level of the tubular centrifugal fan is a
little lower than that of the mixed flow fan.
References
(1) T. FUKANO, Y. KODAMA and Y. TAKAMATSU,
"The effects of tip clearance on noise generated by axial
flow fan", Trans., JSME(B), Vol.51-463(1985),820-828.
(2) Y. KODAMA and T. FUKANO, "Resonance tone
generated by low axial flow fans", Trans.,JSME(B),
Vo1.52-477(1986), 2131-2136.
(3) T. FUKANO, Y. KODAMA, "Prediction of sound
pressure level of noise generated from low pressure axial
and diagonal flow fans", Trans, JSME(B), Vo1.51-
466(1985),1825-1832.
(4) Y. KODAMA and T. FUKANO, "Flow characteristics
and prediction of the sound pressure level for a low
diagonal flow fan", Trans., JSME(B), Vo1.54-500
(1988),883-889
(5) Y. KODAMA and et aI., "Characteristics of fluid
dynamic and noise in laminar flow fan." ,JSME(B),
Vo1.58-549 (1992), 1611-1616.
(6) Y. KODAMA and et aI., "Turbulent noise generated
from a bladed multiple-disk fan", Trans., JSME(B),
Vo1.61-581 (1996), 1420-1427.
(7) R.J.Kind and M.G.Tobin., "Flow in a centrifugal fan of
the squirrel-cage type",Trans. ASME., V01.l12(1990),
84- 90.
(8) J.M.Tyler and T.G.Sofrin, "Axial flow compressor
noise studies", SAE Transactions, VoI.70(1962), 309-
332.
